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CUSTOMER INFORMATION

FLOW TEST PREPARED FOR:
CONTACT PERSON

ADDRESS:

TELE. #

FAX #

EMAIL:

City of College Park
Bob Stumpff

9217 51st Ave, College Park,MD 20740

240-487-3590
301-474-0823

rstumpff@collegepark.md.gov

FIRE FLOW TEST INFORMATION

TEST LOCATION TEST DATE TIME OF TEST 200-FT Sht MAP PAGE GRID #
9217 51st Ave 8/21/15 10:41 AM 211NEOS5 pP5288 cl0
FLOW TEST RESULTS

TEST HYDRANT (S&R) No. F051

FLOW HYDRANT (FLOW) No. F052

ELEVATION @S&R HYDRANT (FT) 89

ELEVATION @FLOW HYDRANT (FT) 81

HHG: 335

LHG: 290

STATIC PRESSURE (PSI): 91

RESIDUAL PRESSURE (PSI): 79

PITOT FLOW (GPM) o I a7

MAIN LINE SIZE (IN) 8

RATED CAPACITY AT 20 PSI IN GPM 4626'

* Test Results Adjusted to LHG Condition

*Adjusted Residual Pressure W/PITOT FLOW (PSI)
*Adjusted Residual Pressure W/1000 GPM 83 (PSI)
*Adjusted Residual Pressure W/1500 GPM 78 (PST)
TEST CONDUCTED BY: B. Bazemore & M. Duckworth

REVIEWD BY: M. Duckworth

WSSC Confidential 9217 51st Ave.xls 8/24/2015
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VWashington Suburiban
< Sanitary Commissiocon
Utility Enhancement Support Group

4102 Lloyd Street
Hyattsville MD 20781-1040

FIRE FLOW TEST REQUEST FORM Request Date: _0§//3/v/5

Requester/Company Name: €/ ('y of ( )}€5< ()u-k Yt AV
Requester Address: + ot Pudli'c W/, "1’5: $2/2 S/ Avenus
o//%g_g, ﬁar}'{, /p RoRYO0-/297

Telephone: A Y0~ /82~ 3550 Fax: 3Jol- Yy2¢_o0¥2x
Email: I""SIIU)}-J,)Q #@Ca//e;;e,{)u/(/n{;ﬁuv

Project/Business Name: _{~whb/i'c Woe ks New JModlular By;h/:;y

Test Site Address: 7213 _S1st Avenvs, (ollse Fark, ATD
4 / >
Nearest Intersection: s/ "—fzﬂv £ g/)? o/t s Za-n 2
ADC Map Page: Grid: 200 FT. Sheet: 2-iIt NE §

Completed request form and attachments should be submitted via email to:

Michael.Duckworth@wsscwater.com, 39/~ K06~ 475%

Or Faxed to (301) 206-4247

Proceed W/ TEST <K\ J |15
Please do not send payment at this time

Utility Enhancement Support Group will research the request to see if there is existing data on file.
Fee for existing data is $75.00. If new test is needed, the fee is $550.00. We will notify the requestor of

our findings and advise the appropriate fee within 5 business days.

When_contacted, please remit payment in_the correct amount along with a copy of this request

form to:

WSSC - Revenue Unit

Attn: Revenue Unit - Fire Flow
14501 Sweitzer Lane
Laurel, MD 20707-5901

Flow Test Site Address MUST be printed on the check stub for Reference

Note: New, or existing test results will only be provided upon receipt of the above information and
appropriate fees. New fire flow test results will typically be available within 2-3 weeks from the date of
receipt of the payment, except during winter months when flow testing is dependent on weather
conditions. No test will be performed when temperatures are near freezing. Also, no test will be
performed on private fire hydrants. FOR FURTHER INFORMATION, CONTACT MR. MICHAEL DUCKWORTH

@ (301) 206-4258.

C\Users\iBasker\AppData\Local\Microsoft\ Windows\ Temporary Internet Files\Content Outlook\ AGFZ9F52\Fire Flow Request Form_Rev-6(Updated
100714) docx




